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SCHEDULE OF ALTERNATES

1.

2.

DEDUCT ALTERNATE #1: PROVIDE CHAIN LINK FENCE AND GATES FOR THE 
SECURE PARKING.

BASE BID : PROVIDE MASONRY AND ALUMINUM METAL SCREEN AND METAL 
CANTILEVER GATES AS SHOWN ON THE BID SET

DEDUCT ALTERNATE #2: KEEP EXISTING APPARATUS BAY DOORS FOR THE 
EXISTING APPARATUS ROOM. (BOTH SIDES).

BASE BID : PROVIDE NEW SECTIONAL DOORS AS SHOWN IN THE DOOR 
SCHEDULE AND SPECIFICATIONS AND BID SET.

DEDUCT ALTERNATE #3: PROVIDE SECTIONAL DOORS FOR THE NEW 
APPARATUS BAY EGRESS SIDE TO MATCH SECTIONAL DOORS SHOWN FOR 
THE INGRESS OF THE NEW APPARATUS BAY.

BASE BID : PROVIDE BI-FOLD DOORS PER SPECIFICATIONS AND DOOR 
SCHEDULE FOR THE EGRESS SIDE OF THE NEW APPARATUS BAY ROOM.

3.

DEDUCT ALTERNATE #4: KEEP EXISTING CEILING AND LIGHT FIXTURES FOR 
THE EXISTING APPARATUS BAY ROOM.
BASE BID : REMOVE EXISTING SUSPENDED CEILING TILES AND GRID, CLEAN 
AND PAINT EXISTING STRUCTURE AND PROVIDE NEW LIGHT FIXTURE AS 
SHOWN IN THE BID SET.

4.

DEDUCT ALTERNATE #5: KEEP EXISTING BRICK AND EXTERIOR SURFACES AS 
IS.
BASE BID : EXTERIOR BRICK TO BE PAINTED.

5.
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CAST-IN-PLACE CONCRETE 
LINTEL, SEALED. 

3/8" X 3' - 10" BENT PLATE 
WITH NELSON STUDS 12"  O.C.

TRAINING TOWER 
PARAPET

33' - 4"

RAILING

36' - 0"

SLOPE

METAL COUNTER 
FLASHING

METAL FLASHING

TRAINING TOWER ROOF

31' - 4"

3 
1/

2"

ARCHITECTURAL PAVERS ON ADJUSTABLE 
PEDESTALS ON RIGID INSULATION ON 
MULTI-LAYERED MODIFIED BITUMEN ROOF 
MEMBRANE SYSTEM ON REINFORCED 
CONCRETE ROOF ON METAL DECK.

3" DIA. GALVANIZED 
STEEL RAILING

LOCKING PIN

0'
 -

 6
 1

/2
"

1'
 -

 0
"

1'
 -

 0
"

SEALANT

REMOVABLE 3" DIA. 
GALVANIZED STEEL RAILING

3" DIA. GALVANIZED 
STEEL TUBE FULLY WELDED. 
(GRIND SMOOTH ALL WELDS)

SLEEVE OPENING TO BE 1/8" 
CLEAR MAX. W/ END CLOSER 
FULLY WELDED (GRIND 
SMOOTH ALL WELDS)

2 1/2" TYP.

4"
4"

BRICK ON CMU WALL

8"
 M

IN

TRAINING TOWER PAVERS

31' - 10"
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ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SHIM, BACKER ROD
& SEALANT

GLAZING AS SPECIFIED

FLASHING SEALANT

BRICK VENEER RETURN 
BEYOND AT WINDOW JAMB

BRICK VENEER

1' AIR SPACE

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

FLASHING

CONT. CMU BOND BEAM  
FILLED SOLID W/GROUT - REF. 
STRUCT.

BRICK VENEER

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

FLUID - APPLIED 
VAPOR RETARDER

SHIM, BACKER ROD & 
SEALANT

SEALANT

CORNER BEAD, TYP.

PAINTED 5/8" 
GYPSUM BOARD

CMU WALL

WOOD BLOCKING

1' AIR SPACE

GLAZING AS SPECIFIED

MTL. DRYWALL  L-BEAD

SHIM AS REQUIRED

BACKER MAT. FULL DEPTH JOINT

BRICK VENEER

RIGID INSULATION

BATT INSULATION

GLAZING AS 
SPECIFIED

PAINTED 5/8" 
GYPSUM BOARD 

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

1/2"

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SEALANT

SHIM, BACKER ROD & 
SEALANT

MTL. DRYWALL  L-BEAD

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

WEEP HOLES AT 16" O.C. MAX

LIQUID FLASHING AROUND 
FASTENERS - TYP

CAVITY DRAINAGE MATERIAL

FLUID - APPLIED 
VAPOR RETARDER

1' AIR SPACE

MTL. DRYWALL 
CORNER BEAD

SEALANT

2 1/2" METAL STUDS
AT 16" O.C. MAX

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

SHIM AS REQUIRED

SHIM BACKER ROD & 
SEALANT

4" BRICK VENEER

FLUID APPLIED VAPOR RETARDER

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SEALANT

J BEAD, TYP.

5/8" GYPSUM 
BOARD; REFER TO 
SCHEDULE FOR 
FINISH

RIGID INSULATION

5/8" EXT. GYP. 
SHEATHING

WOOD BLOCKING

3 5/8" MTL STUD

8" REINFORCED 
C.M.U. WALL

SHIM, BACKER ROD & 
SEALANT; BOTH SIDES

ALUMINUM STOREFRONT  
SYSTEM AS SPECIFIED WITH 
PAN FLASHING PER 
MANUFACTURERS 
RECOMMENDATION

FASCIA PANEL

RIGID INSULATION

FLUID APPLIED VAPOR
RETARDER

PLYWOOD BACKING

GLAZING AS 
SPECIFIED

SEALANT

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

SHIM AS REQUIRED
LIQUID FLASHING AROUND 
FASTENERS - TYP

BRICK VENEER

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

FLUID - APPLIED 
VAPOR RETARDER

SEALANT

CMU WALL

1' AIR SPACE

SHIM AS REQUIRED

SHIM, BACKER ROD & 
SEALANT

GLAZING AS SPECIFIED

BACKER MAT. FULL DEPTH JOINT

SHIM, BACKER ROD & 
SEALANT

3/4" EXTERIOR GRADE 
PLYWOOD DECK 

SEALANT

1/2"
ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

GLAZING AS SPECIFIED

FASCIA PANEL

CEILING AS SPECIFIED
3/4" EXTERIOR GRADE 
PLYWOOD 

6" METAL STUDS AT 
16" O.C. MAX 

BATT INSULATION   

FLUID-APPLIED 
VAPOR RETARDER

MTL. DRYWALL T- BEAD

SHIM AS REQUIRED

SLOPE

SHIM, BACKER ROD & 
SEALANT

COMPRESSIBLE FILLER

VAPOR BARRIER ON 
COMPACTED FILL 
SEE SCHEDULED FINISH

ALUMINUM STOREFRONT 
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

CONCRETE SLAB ON VAPOR 
BARRIER ON COMPACTED 
FILL SEE SCHEDULED FINISH

SEALANT TO FACILITATE 
RUNOFF

DOWELS - REF. STRUCT. 

CONC. PAVING - REF. CIVIL,
SLOPE AWAY FROM BLDG.

SHIM AS REQUIRED

GLAZING AS SPECIFIED

SHIM, BACKER ROD & 
SEALANT

BATT INSULATION

GLAZING AS SPECIFIED

PAINTED 5/8" 
GYPSUM BOARD

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SEALANT

MTL. DRYWALL 
CORNER BEAD

SHIM AS REQUIRED

2 1/2" METAL STUDS 
AT 16" O.C. MAX

MTL. DRYWALL  L-BEAD

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

GYP. BD. RETURN AT 
WINDOW JAMB BEYOND

CMU WALL BEYOND AT 
WINDOW JAMB

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

GLAZING AS SPECIFIED

FLASHING

PAINTED 5/8" 
GYPSUM BOARD

2 1/2" METAL STUDS 
AT 16" O.C. MAX

BATT INSULATION

MTL. DRYWALL 
CORNER BEAD

MTL. DRYWALL  L-BEAD

SHIM, BACKER ROD & 
SEALANT

SEALANT

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

SHIM, BACKER ROD & 
SEALANT

2 1/2" METAL STUDS AT 
16" O.C. MAX

GLAZING AS SPECIFIED

PAINTED 5/8" GYPSUM BOARD

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SEALANT

MTL. DRYWALL 
CORNER BEAD

8" CMU WALL

BATT INSULATION

SHIM AS REQUIRED

2 1/2" METAL STUDS 
AT 16" O.C. MAX
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GLAZING AS SPECIFIED

EXISTING STRUCTURE

SHIM, BACKER ROD & SEALANT

CORNER BEAD, TYP.

SEALANT

ALUMINUM STOREFRONT  SYSTEM WITH 
PAN FLASHING PER MANUFACTURERS 
RECOMMENDATION

MTL DRYWALL L-BEAD

SHIM AS REQUIRED

EXISTING WALL BEYOND AT 
WINDOW JAMB

EXISTING WALL BEYOND AT 
WINDOW JAMB

SHIM, BACKER ROD & SEALANT

CORNER BEAD, TYP.

SEALANT

ALUMINUM STOREFRONT  SYSTEM WITH 
PAN FLASHING PER MANUFACTURERS 
RECOMMENDATION

GLAZING AS SPECIFIED

EXISTING STRUCTURE

MTL DRYWALL L-BEAD

SHIM AS REQUIRED

EXISTING WALL BEYOND AT 
WINDOW JAMB

EXISTING WALL BEYOND AT 
WINDOW JAMB

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

BRICK VENEER

EXISTING STRUCTURE

SHIM, BACKER ROD & 
SEALANT

PAINTED 5/8" GYPSUM BOARD

SEALANT

MTL. DRYWALL 
CORNER BEAD

GLAZING AS SPECIFIED

ALUMINUM STOREFRONT  
SYSTEM WITH PAN 
FLASHING PER 
MANUFACTURERS 
RECOMMENDATION

GLAZING AS SPECIFIED

FLASHING

EXISTING STRUCTURE

PAINTED 5/8" 
GYPSUM BOARD

MTL. DRYWALL 
CORNER BEAD

MTL. DRYWALL  L-BEAD

SHIM, BACKER ROD & 
SEALANT

SEALANT

SHIM, BACKER ROD & 
SEALANT

GLAZING AS SPECIFIED

ALUMINUM STOREFRONT  
SYSTEM WITH PAN FLASHING 
PER MANUFACTURERS 
RECOMMENDATION

SEALANT

CORNER BEAD, TYP.

CONTRACTOR TO 
REVIEW AND PATCH 
AS REQUIRED TO 
MAINTAIN 2HR FIRE 
RATED ASSEMBLY

EXISTING STRUCTURE

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SEALANT

BRICK VENEER

RIGID INSULATION

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

1' AIR SPACE

CAVITY DRAINAGE MATERIAL

LIQUID FLASHING AROUND 
FASTENERS - TYP

WEEP HOLES AT 16" O.C. MAX

TRU WALL FLASHING 
WITH DRIP EDGE

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

SHIM, BACKER ROD & 
SEALANT

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

LARGE MISSILE IMPACT 
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

BRICK VENEER

1'' AIR SPACE

BACKER MAT. FULL DEPTH JOINT

SHIM, BACKER ROD & 
SEALANT

CMU WALL.

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT 
SCREEN

LOUVER SILL PAN/
FLASHING ON SEALANT

PERIMETER ANGLE 
WITH JAMB AND SILL 
CLIPS PER LOUVER 
MFG.

BRICK VENEER

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

1'' AIR SPACE

CMU WALL

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER
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LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SEALANT

BRICK VENEER

RIGID INSULATION

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

1'' AIR SPACE

CAVITY DRAINAGE MATERIAL

LIQUID FLASHING AROUND 
FASTENERS - TYP

WEEP HOLES AT 16" O.C. MAX

TRU WALL FLASHING 
WITH DRIP EDGE

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

SHIM, BACKER ROD & 
SEALANT

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

LARGE MISSILE IMPACT 
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

BRICK VENEER

1'' AIR SPACE

BACKER MAT. FULL DEPTH JOINT

SHIM, BACKER ROD & 
SEALANT

SEALANT

CMU WALL.

5"

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

LOUVER SILL PAN/
FLASHING ON SEALANT

PERIMETER ANGLE 
WITH JAMB AND SILL 
CLIPS PER LOUVER 
MFG.

BRICK VENEER

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

1'' AIR SPACE

CMU WALL

PRE-CAST 8" CONCRETE 
BLOCK

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

RIGID INSULATION

EXISTING STRUCTURE

SEALANT AND CORNER 
BEAD, TYP.

EXISTING WALL BEYOND AT 
WINDOW JAMB

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SHIM, BACKER ROD & 
SEALANT

BRICK VENEER

EXISTING STRUCTURE

PAINTED 5/8" GYPSUM 
BOARD

MTL. DRYWALL CORNER BEAD

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT 
SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SHIM, BACKER ROD & 
SEALANT

EXISTING STRUCTURE

SEALANT AND CORNER 
BEAD, TYP.

EXISTING WALL BEYOND AT 
WINDOW JAMB

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SHIM, BACKER ROD & 
SEALANT

LOUVER SILL PAN/
FLASHING ON SEALANT

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

SEALANT

SHIM, BACKER ROD & 
SEALANT

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

STANDING SEAM 
METAL FASCIA PANEL

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

PLYWOOD BACKING

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

LIQUID FLASHING AROUND 
FASTENERS - TYP

LARGE MISSILE IMPACT
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

LOUVER SILL PAN/
FLASHING ON SEALANT

PERIMETER ANGLE 
WITH JAMB AND SILL 
CLIPS PER LOUVER 
MFG.

CMU WALL

PRE-CAST 8" CONCRETE 
BLOCK

STANDING SEAM METAL FACIA 
PANEL 

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

PLYWOOD BACKING

LIQUID FLASHING AROUND 
FASTENERS - TYP

LARGE MISSILE IMPACT 
RESISTANT ALUMINUM 
LOUVER w/ INSECT SCREEN

PERIMETER ANGLE WITH 
JAMB AND SILL CLIPS 
PER LOUVER MFG.

BACKER MAT. FULL DEPTH JOINT

SHIM, BACKER ROD & 
SEALANT

CMU WALL.

5"

FASCIA PANEL

RIGID INSULATION

CONTINUOUS FLUID APPLIED 
VAPOR RETARDER

PLYWOOD BACKING

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF STRUCTURE. 

LIQUID FLASHING AROUND 
FASTENERS - TYP
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3" = 1'-0"1
LOUVER HEAD AT 8" CMU

3" = 1'-0"2
LOUVER JAMB AT 8" CMU

3" = 1'-0"3
LOUVER SILL AT 8" CMU

3" = 1'-0"7
LOUVER HEAD AT EXISTING BLDG.

3" = 1'-0"8
LOUVER JAMB AT EXISTING BLDG.

3" = 1'-0"9
LOUVER SILL AT EXISTING BLDG.

3" = 1'-0"4
LOUVER HEAD AT FASCIA PANEL

3" = 1'-0"6
LOUVER SILL AT FASCIA PANEL

3" = 1'-0"5
LOUVER JAMB AT FASCIA PANEL



GENERAL NOTES DOOR SCHEDULE ABBREVIATIONS 

AL = ALUMINUM

DBL = DOUBLE DOORS

HM = HOLLOW METAL DOOR/ OR FRAME

X = INDICATES LABEL, CLOSER OR ELECT. 
LOCK IS INCLUDED

N/A = NOT APPLICABLE

STL = GALVANIZED STEEL

SC = SOLID CORE WOOD DOOR 

CR = ACCESS CONTROL CARD READER

GL = GLAZING

G = GATE

SG         =            SLIDE GATE

GLAZING MATERIAL TYPES

A. FLOAT OR PLATE GLASS; CLEAR; GLAZING 
QUALITY; 1/4" THICK MINIMUM.

B. SAFETY GLASS; CLEAR, FULLY TEMPERED; 
1/4" THICK MINIMUM.

C. 1-5/16" LAMINATED / INSULATED BASIC LEVEL 
D / LARGE  MISSILE HURRICANE IMPACT 
GLAZING, LOW "E"

D. FIRE RATED GLAZING

NOTE: REF SPECIFICATIONS FOR ADDITIONAL 
INFORMATION ON GLASS TYPES.

DOOR SCHEDULE NOTES

1. ALL DOORS TO BE  1 3/4" UNLESS NOTED 
OTHERWISE.

2. FIELD VERIFY ALL DIMENSIONS.

3. PROVIDE PANIC HARDWARE.  SEE SPECS, 
DOOR HARDWARE SECTION 8.71.00.

4. PROVIDE DOOR CLOSURE & LATCHING 
MECHANISM.

1. REFER TO FINISH SCHEDULE FOR ALL FINISH 
MATERIAL AND FINISH LOCATIONS ALL 
SURFACES EXPOSED TO VIEW ARE TO BE 
PAINTED PER SPECIFICATIONS DIVISION 9

2. HOLLOW METAL FRAMES IN CMU/CONCRETE 
WALLS TO BE BITUMINOUS BACK COATED AND 
GROUT FILLED.  PROVIDE CONDUIT 
RACEWAYS FOR ELECTRONIC WIRING PRIOR 
TO FRAME GROUTING.  PROVIDE ADDITIONAL 
STIFFENING / SUPPORT AS RECOMMENDED BY 
THE DOOR / FRAME MANUFACTURER.

3. ALL DOORS TO BE 1 3/4" UNLESS NOTED 
OTHERWISE\

4. FIELD VERIFY ALL DIMENSIONS

5. REFER TO SPECIFICATION SECTION 08800 FOR 
GLAZING TYPES AND MATERIALS.

6. ALL DOORS IN MASONRY OPENINGS SHALL 
MATCH BLOCK COURSING.

7. FIRE RATED GLAZING SHALL NOT BE WIRED 
GLASS.

8. CONTRACTOR TO COORDINATE DOORS &  
FRAMES, WITH HARDWARE, SECURITY 
DEVICES, POWER AND RELATED ITEMS TO 
ENSURE COMPLETE INSTALLATION AND 
FUNCTIONAL OPERATION.
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Mark
Door
Type Closer

Card
Reader

Glass
Type

Frame
Type Width Height

Frame
Material

Door
Material

Door Fire
Rating

Door HW
Set #

Existing OR
Exterior Door Description

148E D1 Closer Card
Reader

F2 3' - 0" 7' - 0" HM HM 3.0

148F D3 Closer TYPE D F2 3' - 0" 7' - 0" HM HM 45 MIN 15.0

148G D1 Closer Card
Reader

F2 3' - 0" 7' - 0" HM HM 3.0

148H D7 AS SPEC 14' - 0" 14' - 0" NA NA 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel exterior with
light ribbed pattern.

148L D7 AS SPEC 14' - 0" 14' - 0" NA NA 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel exterior with
light ribbed pattern.

148M D7 AS SPEC 14' - 0" 14' - 0" NA NA 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel exterior with
light ribbed pattern.

149 D1 Closer F2 3' - 0" 7' - 0" HM HM 16.0

150 D1 Closer F2 3' - 0" 7' - 0" HM HM 18.0

151 D1 Closer F2 3' - 0" 7' - 0" HM HM 18.0

152 D1 F2 4' - 0" 7' - 0" HM HM 20.0

154A D1 F2 3' - 0" 7' - 0" HM HM 20.0

154B D5 F4 6' - 0" 8' - 0" AS SPEC AS SPEC 27.0 EXTERIOR SHOP
INSULATED OVERHEAD
COILING DOOR

200 D1 Closer F2 3' - 0" 7' - 0" HM HM 5.0 EXTERIOR
DOOR

DOOR STOP AND HOLD
LATCH TO EXT. WALL
REQUIRED; 180 DEGREE
DOOR SWING

201 D1 Closer F2 3' - 0" 7' - 0" HM HM 45 MIN 4.0

201A D2 F4 6' - 0" 7' - 0" HM HM 10.0

T2 D8 F5 3' - 0" 7' - 0" HM HM 12.0

T3 D8 F5 3' - 0" 5' - 0" HM HM 13.0 TRAINING TOWER METAL
ACCESS PANEL

T4 D8 F5 3' - 0" 5' - 0" HM HM 13.0 TRAINING TOWER METAL
ACCESS PANEL

T5 D8 F5 3' - 0" 5' - 0" HM HM 13.0 TRAINING TOWER METAL
ACCESS PANEL

T6 D8 F5 3' - 0" 5' - 0" HM HM 13.0 TRAINING TOWER METAL
ACCESS PANEL

T7 D8 F5 3' - 0" 5' - 0" HM HM 13.0 TRAINING TOWER METAL
ACCESS PANEL

DOOR SCHEDULE

Mark
Door
Type Closer

Card
Reader

Glass
Type

Frame
Type Width Height

Frame
Material

Door
Material

Door Fire
Rating

Door HW
Set #

Existing OR
Exterior Door Description

3' - 0" 1' - 0 19/32"

101 D4 Closer F2 3' - 0 1/16" 7' - 0" AL GL 1.0 STOREFRONT ENTRY
DOOR - FULL LITE 12" AT
BOTTOM

103 D1 F1 3' - 0" 7' - 0" HM SC 19.0

104 D1 F1 3' - 0" 7' - 0" HM SC 14.0

104A D1 F1 3' - 0" 7' - 0" HM SC 20 MIN 21.0

104B D1 F1 3' - 0" 7' - 0" HM SC 22.0

105 D3 Closer TYPE B F1 3' - 0" 7' - 0" HM SC 24.0

106 D1 F1 3' - 0" 7' - 0" HM SC 19.0

107A D3 TYPE D EXISTING
FRAME

3' - 0" 7' - 0" HM HM 45 MIN 15.0

107B D3 TYPE D EXISTING
FRAME

3' - 0" 7' - 0" HM HM 45 MIN 15.0

107C D1 F2 3' - 0" 7' - 0" HM HM 7.0 EXISTING DOOR

107D D1 F2 3' - 0" 7' - 0" HM HM 7.0 EXISTING DOOR

107E D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

107F D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

107G D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

107H D1 AS SPEC 6' - 0" 7' - 0" AS SPEC AS SPEC 25.0

107K D1 AS SPEC 6' - 0" 7' - 0" AS SPEC AS SPEC 25.0

107L D1 F2 3' - 0" 7' - 0" HM HM 12.0 EXISTING DOOR

107N D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

107P D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

107R D7 AS SPEC 10' - 0" 12' - 0" AS SPEC AS SPEC 27.0 1-3/8'' thick polystyrene
insulated, stucco embossed
27 gauge steel ext. with light
ribbed pattern.

111 D3 TYPE B F1 3' - 0" 7' - 0" HM SC 24.0

112A D1 F1 3' - 0" 7' - 0" HM HM 11.0

113 D1 F1 3' - 0" 7' - 0" HM SC 11.0

114A D1 F1 3' - 0" 7' - 0" HM SC 19.0

114B D1 F1 3' - 0" 7' - 0" HM HM 8.0

115 D4 F2 3' - 0" 7' - 0" AL GL 1.0 EXISTING DOOR

117 D1 F1 3' - 0" 7' - 0" HM SC 14.0

118A D4 Closer AS SPEC 3' - 0" 7' - 9 1/2" AL GL 1.0 STOREFRONT ENTRY
DOOR - FULL LITE 12" AT
BOTTOM

118B D4 Closer AS SPEC 3' - 0" 7' - 9 1/2" AL GL 1.0 STOREFRONT ENTRY
DOOR - FULL LITE 12" AT
BOTTOM

119A D4 Closer F2 3' - 0" 7' - 0" AL GL 1.0

120A D5 F3 3' - 6" 8' - 0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED

120B D5 F3 3' - 6" 8' - 0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED

120C D5 F3 3' - 6" 8' - 0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED

124 D1 F1 3' - 0" 7' - 0" HM SC 22.0

125 D1 F1 3' - 0" 7' - 0" HM SC 22.0

126 D1 F1 3' - 0" 7' - 0" HM SC 22.0

127 D1 F1 3' - 0" 7' - 0" HM SC 22.0

128 D1 F2 4' - 0" 7' - 0" HM HM 6.0

129 D1 F1 3' - 0" 7' - 0" HM SC 22.0

130 D1 Closer F1 3' - 0" 7' - 0" HM SC 20 MIN 21.0

131 D1 F1 3' - 0" 7' - 0" HM SC 22.0

132 D1 F1 3' - 0" 7' - 0" HM SC 22.0

133 D1 F1 3' - 0" 7' - 0" HM SC 22.0

134 D1 Closer F1 3' - 0" 7' - 0" HM SC 20 MIN 21.0

135 D1 F1 3' - 0" 7' - 0" HM SC 22.0

136 D1 F1 3' - 0" 7' - 0" HM SC 22.0

137 D1 F1 3' - 0" 7' - 0" HM SC 22.0

138 D1 F1 3' - 0" 7' - 0" HM SC 22.0

139 D1 F1 3' - 0" 7' - 0" HM SC 22.0

140 D1 F1 3' - 0" 7' - 0" HM SC 22.0

140A D1 Closer F1 3' - 0" 7' - 0" HM SC 20 MIN 17.0

140B D1 Closer F1 3' - 0" 7' - 0" HM SC 20 MIN 17.0

140C D1 Closer F1 3' - 0" 7' - 0" HM HM 5.0

141 D1 F2 3' - 0" 7' - 0" HM HM 5.0

142 D1 F1 3' - 0" 7' - 0" HM SC 19.0

143 D3 TYPE B F1 3' - 0" 7' - 0" HM SC 14.0

144 D3 Closer TYPE B F1 3' - 0" 7' - 0" HM SC 24.0

145 D1 F2 3' - 0" 7' - 0" HM HM 23.0

146 D1 F2 3' - 0" 7' - 0" HM HM 12.0

147 D2 F4 6' - 0" 7' - 0" HM HM 2.0

148A D1 Closer F2 3' - 0" 7' - 0" HM HM 8.0

148B D6 AS SPEC 14' - 0" 14' - 0" AS SPEC AS SPEC 27.0

148C D6 AS SPEC 14' - 0" 14' - 0" AS SPEC AS SPEC 27.0

148D D6 AS SPEC 14' - 0" 14' - 0" AS SPEC AS SPEC 27.0
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M
IN

.

CEILING AS 
SCHEDULED

3/4" 'W' REVEAL 
(TYP.)

5/8" GYPSUM 
WALLBOARD 

CORNER BEAD, TYP.

ROLLING DOOR 
GUIDE

BRACING AS NEEDED

ROLLING DOOR SLAT

EL.   9' - 0" A.F.F.

CEILING

JAMB GUIDE
BEYOND

J-TRIM

3/4" FRT PLYWOOD ON
3 5/8" METAL STUD 
FRAMING AT COILING 
DOOR HEAD

PER DOOR MANUFACTURER

P
E

R
 D

O
O

R
 M

A
N

U
F

A
C

T
U

R
E

R

ROLLING DOOR 
ENCLOSURE

DOOR AS PER DOOR 
SCHEDULE

HOLLOW METAL 
FRAME BEYOND

SEE FINISH SCHEDULE FOR 
FLOOR FINISH MATERIAL; 
BOTH SIDES

BOTTOM SWEEP AS SCHEDULED 
PER INTERIOR DRAWINGS

CONCRETE SLAB ON VAPOR 
BARRIER ON COMPACTED 
FILL SEE SCHEDULED FINISH

E
Q

E
Q

2"

HOLLOW METAL DOOR 
FRAME AS SPECIFIED IN 
DOOR SCHEDULE

DOOR AS PER DOOR 
SCHEDULE

METAL STUD WALL WITH 
BATT INSULATION; REFER 
TO PARTITION TYPES

STEEL STUD BOX HEADER 
BEAM AS REQD. 

BATT INSULATIONPAINTED 5/8" 
GYPSUM BOARD

2 1/2" METAL STUDS 
AT 16" O.C. MAX

SEALANT

EQ EQ

HOLLOW METAL DOOR 
FRAME AS SPECIFIED IN 
DOOR SCHEDULE

DOOR AS PER DOOR 
SCHEDULE

STEEL STUD BOX HEADER 
BEAM AS REQD. 

METAL STUD WALL WITH 
BATT INSULATION; REFER 
TO PARTITION TYPES

BATT INSULATION

PAINTED 5/8" 
GYPSUM BOARD

2 1/2" METAL STUDS 
AT 16" O.C. MAX

SEALANT

0'
 -

 2
"

EQ EQ

2"

DOOR AS PER DOOR 
SCHEDULE

HOLLOW METAL DOOR 
FRAME AS SPECIFIED IN 
DOOR SCHEDULE

BACKER ROD AND SEALANT 
AT BOTH SIDES

CMU WALL; SEE PARTITION 
TYPES

CONT. CMU LINTEL FILLED 
SOLID W/GROUT -  REF. 
STRUCT.

SHIM AS REQUIRED

CMU JAMB BEYOND

CMU WALL REFER STRUC. 
FOR BOND BEAMS, GROUT-
FILLED CELLS, AND STEEL 
REINF.

E
Q

E
Q

2"

DOOR AS PER DOOR 
SCHEDULE

HOLLOW METAL DOOR 
FRAME AS SPECIFIED IN 
DOOR SCHEDULE

CMU WALL

CMU WALL REFER STRUC. 
FOR BOND BEAMS, GROUT-
FILLED CELLS, AND STEEL 
REINF.

SHIM, BACKER ROD & 
SEALANT

EQ EQ

EXISTING 5/8" GYPSUM 
BOARD ON 3 5/8" METAL 
STUD FRAMING WITH BATT 
INSULATION

HOLLOW METAL 
FRAME AS SPECIFIED 
IN DOOR SCHEDULE

DOOR AS PER DOOR 
SCHEDULE

EXISTING STRUCTURE

SEALANT

5/8" GYPSUM 
WALLBOARD ON 3 5/8" 
METAL STUD FRAMING

DOOR AS PER DOOR 
SCHEDULE

HOLLOW METAL 
FRAME AS SPECIFIED 
IN DOOR  SCHEDULE

E
Q

E
Q

2"

EXISTING WALL

EXISTING STRUCTURE

SEALANT

ROLLING DOOR
PERFORATED CURTAIN

3 5/8" 16 GA. METAL STUD 
FRAMING AT COILING 
DOOR JAMB

5/8" GYPSUM WALLBOARD 
ON METAL STUDS

CORNER BEAD, TYP.

J MOLDING, TYP.

ROLLING DOOR GUIDE

0' - 1 1/2"

0'
 -

 2
 1

/2
" 1X PT WOOD BLOCKING

CAULK BOTH SIDE OF 
JAMB

4" +/-

3"
 T

Y
P

.

NOTE: PROVIDE LOCK PER 
MANUFACTURER.
EACH LOCK  FOR COILING DOORS 
TO BE KEYED SEPARATELY.

MTL. DRYWALL 
CORNER BEAD

PAINTED 5/8" 
GYPSUM BOARD

DOOR GUIDE (BEYOND)

OVERHEAD COILING 
DOOR , BOTTOM BAR 
AND SEAL

FINISH FLOOR ON 
CONCRETE SLAB

ROLLING DOOR SLAT

CONCRETE SLAB ON VAPOR 
BARRIER ON COMPACTED 
FILL SEE SCHEDULED FINISH
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HM DOOR SILL
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3" = 1'-0"4
HM DOOR HEAD

3" = 1'-0"5
HM DOOR JAMB

3" = 1'-0"9

HM DOOR HEAD
ON EXISTING WALL

3" = 1'-0"10

HM DOOR JAMB
ON EXISTING WALL

3" = 1'-0"7
COILING DOOR JAMB

3" = 1'-0"8
COILING DOOR SILL
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SLOPE 

1/2" OFFSET SADDLE

HOLLOW METAL 
FRAME BEYOND

DOOR AS PER DOOR 
SCHEDULE

SEE FINISH SCHEDULE 
FOR FINISH MATERIAL

BOTTOM SWEEP 
AS SCHEDULED

COMPRESSIBLE FILLER

SEALANT TO FACILITATE 
RUNOFF

CONC. PAVING - REF. CIVIL,
SLOPE AWAY FROM BLDG.

DOWELS - REF. STRUCT. 

CONCRETE SLAB ON VAPOR 
BARRIER ON COMPACTED 
FILL SEE SCHEDULED FINISH

DOOR FRAME BEYOND

LINE OF WALL BEYOND

E
Q

E
Q

2"

HOLLOW METAL FRAME AS 
SPECIFIED IN SCHEDULE

DOOR AS PER SCHEDULE

BRICK VENEER

SEALANT

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

BACKER MAT. FULL DEPTH JOINT

SHIM, BACKER ROD & 
SEALANT

CMU WALL

EQ EQ

2"

DOOR AS PER 
SCHEDULE

SHIM, BACKER ROD & 
SEALANT

SEALANT

HOLLOW METAL 
FRAME AS SPECIFIED 
IN SCHEDULE

BRICK VENEER

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

WEEP HOLES AT 16" O.C. MAX

LIQUID FLASHING AROUND 
FASTENERS - TYP

CAVITY DRAINAGE MATERIAL

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

CMU WALL

EQEQ

2"

DOOR AS PER SCHEDULE

SHIM, BACKER ROD & 
SEALANT HOLLOW METAL DOOR 

FRAME AS SPECIFIED IN 
SCHEDULE

SEALANT

BRICK VENEER

RIGID INSULATION

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

SEALANT

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

WEEP HOLES AT 16" O.C. MAX

LIQUID FLASHING AROUND 
FASTENERS - TYP

CAVITY DRAINAGE MATERIAL

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

MTL. DRYWALL  L-BEAD

BATT INSULATION

PAINTED 5/8" 
GYPSUM BOARD 

MTL. DRYWALL 
CORNER BEAD

2 1/2" METAL STUDS
AT 16" O.C. MAX

CONT. CMU LINTEL 
FILLED SOLID W/GROUT -  
REF. STRUCT.

SHIM, BACKER ROD & 
SEALANT

DOOR AS PER SCHEDULE

ALUMINUM STOREFRONT 
DOOR FRAME AS SPECIFIED

SEALANT

MTL. DRYWALL  L-BEAD

BATT INSULATION

PAINTED 5/8" 
GYPSUM BOARD 

MTL. DRYWALL 
CORNER BEAD

2 1/2" METAL STUDS
AT 16" O.C. MAX

CONT. CMU LINTEL 
FILLED SOLID W/GROUT -  
REF. STRUCT.

SHIM AS REQUIRED

BRICK VENEER

RIGID INSULATION

GALV. STL. DBL. PINTLE VENEER 
ANCHORS ATTACHED TO CMU 
REINF. & SPACED AT 16" O.C.E.W. 
MAX.-TYP.

GALV. & PTD. STRUCT. STL.
ANGLE LINTEL-REF 
STRUCTURE. 

TRU WALL FLASHING 
WITH DRIP EDGE

WEEP HOLES AT 16" O.C. MAX

LIQUID FLASHING AROUND 
FASTENERS - TYP

CAVITY DRAINAGE MATERIAL

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

SLOPE DN. 1/4"/FT.

SEE FINISH SCHEDULE 
FOR FINISH MATERIAL

SEALANT

DOOR AS PER DOOR
SCHEDULE

BOTTOM SWEEP 
AS SCHEDULED

ALUMINUM DOOR 
FRAME BEYOND

1/2" OFFSET SADDLE

DOOR FRAME BEYOND

LINE OF WALL BEYOND

CONCRETE SLAB ON VAPOR 
BARRIER ON COMPACTED 
FILL SEE SCHEDULED FINISH

DOWELS - REF. STRUCT. 

CONC. PAVING - REF. CIVIL,
SLOPE AWAY FROM BLDG.

ALUMINUM STOREFRONT 
DOOR FRAME AS SPECIFIED

SHIM, BACKER ROD, AND 
SEALANT

DOOR AS PER DOOR 
SCHEDULE

BRICK VENEER

SEALANT

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

BACKER MAT. FULL DEPTH JOINT

RIGID INSULATION

MTL. DRYWALL  L-BEAD

MTL. DRYWALL 
CORNER BEAD

SEALANT

BATT INSULATIONPAINTED 5/8" 
GYPSUM BOARD 2 1/2" METAL STUDS

AT 16" O.C. MAXCMU WALL

DOOR AS PER DOOR 
SCHEDULE

HOLLOW METAL FRAME AS 
SPECIFIED IN SCHEDULE

E
Q

E
Q

BRICK VENEER

SEALANT

1' AIR SPACE

FLUID - APPLIED AIR 
BARRIER SYSTEM

BACKER MAT. FULL DEPTH JOINT

RIGID INSULATION

SHIM, BACKER ROD & 
SEALANT

BATT INSULATIONPAINTED 5/8" 
GYPSUM BOARD 

MTL. DRYWALL  L-BEAD

MTL. DRYWALL 
CORNER BEAD

SEALANT

2 1/2" METAL STUDS
AT 16" O.C. MAXCMU WALL

ALUMINUM STOREFRONT 
FRAME AS SPECIFIED

SHIM, BACKER ROD, AND 
SEALANT

CORNER BEAD, TYP.

DOOR AS PER DOOR 
SCHEDULE

SEALANT

EXISTING STRUCTURE

PAINTED 5/8" GYPSUM 
BOARD

SEALANT

DOOR AS PER SCHEDULE

SHIM, BACKER ROD & 
SEALANT

ALUMINUM STOREFRONT 
FRAME AS SPECIFIED

PAINTED 5/8" GYPSUM 
BOARD

SEALANT

MTL. DRYWALL  L-BEAD

MTL. DRYWALL 
CORNER BEAD

EXISTING STRUCTURE

SHIM, BACKER ROD & 
SEALANT

METAL STUDS WITH 
BATT INSULATION

3/4" EXTERIOR GRADE 
PLYWOOD DECK 

FASCIA PANEL

CEILING AS SPECIFIED

DOOR AS PER SCHEDULE

ALUMINUM STOREFRONT 
FRAME AS SPECIFIED

BATT INSULATION

FLUID-APPLIED AIR 
BARRIER SYSTER   

SEALANT

SHIM AS REQUIRED

REGLET

STRUCTURAL 
STEEL NOSING L 
2" x 2" _"

IMPACT RESISTANT
OVERHEAD
SECTIONAL DOOR 

SLOPE 1/4" 
PER FOOT

SLOPE TO 
DRAIN
1/4" PER FT.

BOTTOM 
ASTRAGAL

MASONRY AND
STEEL JAMB 
BEYOND

1/2" FLOOR RECESS AT
OVERHEAD SECTIONAL  DOOR
WITH GALV. STEEL ANGLE 
EMBED
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3" = 1'-0"3
HM DOOR SILL

3" = 1'-0"2
HM DOOR JAMB

3" = 1'-0"1
HM DOOR HEAD

3" = 1'-0"4
HM DOOR HEAD

3" = 1'-0"7
ALUMINUM DOOR HEAD

3" = 1'-0"9
ALUMINUM DOOR SILL

3" = 1'-0"8
ALUMINUM DOOR JAMB

3" = 1'-0"5
HM DOOR JAMB

3" = 1'-0"11
ALUMINUM DOOR JAMB

3" = 1'-0"10
ALUMINUM DOOR HEAD

3" = 1'-0"12
ALUMINUM DOOR HEAD

4

3" = 1'-0"6
OH SECTIONAL DOOR SILL



CITY OF LONGVIEW FIRE HOUSE No. 5(FF ELEVATION - 372.68')

PINE TREE ROAD

W NIBLICK STREET

W NIBLICK STREET

SUPPLY STREET

AZTEC ALLEY

AZTEC ALLEY

CITY OF LONGVIEW

FIRE HOUSE No. 5

FF ELEVATION = 372.68
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AZTEC ALLEY

REMOVE APPROX 192 SY

OF ASPHALT PARKING LOT

SAW-CUT AND REMOVE APPROX

838 SY OF ASPHALT PAVEMENT

REMOVE APPROX 150 SY

OF CONCRETE SIDEWALK

SAW-CUT AND REMOVE APPROX 90 LF OF

STANDARD CONCRETE CURB AND GUTTER

REMOVE APPROX 181 SY OF

CONCRETE PARKING LOT

SAW-CUT AND REMOVE APPROX 261 LF

OF STANDARD CURB AND GUTTER

SAW-CUT AND REMOVE APPROX 217 LF

OF STANDARD CURB AND GUTTER

EXISTING BUILDING TO

BE REMOVED BY

OTHERS

REMOVE APPROX 364 LF OF

EXISTING CHAINLINK FENCE

REMOVE APPROX 106 LF

OF WOODEN FENCE

REMOVE EXISTING BOX

UTILITY PIPING TO BE

REMOVED BY OTHERS

REMOVE APPROX 2 SY OF

EXISTING CONCRETE PAD (6x)

REMOVED BY OTHERS

REMOVE EXISTING TRAINING

TOWER AND LADDERS AND

SALVAGE FOR FIRE

DEPARTMENT

REMOVE APPROX 44 SY OF

CONCRETE TRAINING

TOWER PAD

BENCHMARK 4

NUT IN SIGN LOCATED AT

SOUTHWEST CORNER OF SUPPLY

STREET AND AZTEC ALLEY

N = 6887780.06

E = 3110209.35

ELEV = 373.64

BENCHMARK 1

BENCHMARK 1

TOP NUT ON FIRE HYDRANT LOCATED

APPROX 33 LF NORTHWEST OF

THE NORTHWEST CORNER

OF EXISTING BUILDING

N = 6887938.67

E = 3110259.91

ELEV = 373.88

BENCHMARK 3

TELEPHONE MANHOLE COVER LOCATED

ON THE SOUTHHEAST CORNER OF

AZTEC ALLEY AND PINE TREE ROAD

N = 6887762.54

E = 3110578.50

ELEV = 363.65

BENCHMARK 2

TOP NUT IN FIRE HYDRANT LOCATED

ON THE NORTHEAST CORNER OF

W NIBLICK STREET AND PINE TREE ROAD

N = 6887985.94

E = 3110471.47

ELEV = 370.20

BENCHMARK 4

BENCHMARK 2

BENCHMARK 3

REMOVE APPROX 86 SY

OF CONCRETE SIDEWALK

SAW-CUT AND REMOVE APPROX 4 LF OF

STANDARD CONCRETE CURB AND GUTTER

SAW-CUT AND REMOVE APPROX

2 SY OF ASPHALT PAVEMENT

SAW-CUT AND REMOVE APPROX

48 SY OF ASPHALT PAVEMENT

SAW-CUT AND REMOVE APPROX

126 LF OF CONCRETE GUTTER

SAW-CUT AND REMOVE APPROX 216 LF OF

STANDARD CONCRETE CURB AND GUTTER

REMOVE APPROX 215 SY

OF ASPHALT PARKING LOT

SAW-CUT AND REMOVE APPROX 51 LF

OF STANDARD CURB AND GUTTER

SAW-CUT AND REMOVE APPROX

11 SY OF ASPHALT PAVEMENT

REMOVE EXISTING 48" DIA TREE

REMOVE EXISTING 14" DIA TREE

BORE - 2 REFER TO

GEOTECHNICAL REPORT

BORE - 1 REFER TO

GEOTECHNICAL REPORT

BORE - 4 REFER TO

GEOTECHNICAL REPORT

BORE - 3 REFER TO

GEOTECHNICAL REPORT
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REMOVE APPROX 5 SY OF

EXISTING CONCRETE PAD

REMOVE EXISTING GENERATOR

AND RETURN TO OWNER

SAW-CUT AND REMOVE APPROX

36 LF OF CONCRETE

MONOLITHIC CURB AND GUTTER

SAW-CUT AND REMOVE APPROX 74 LF

OF STANDARD CURB AND GUTTER

SAW-CUT AND REMOVE APPROX

226 SY OF ASPHALT PAVEMENT

OPEN CUT AND REMOVE APPROX

26 SY OF ASPHALT PAVEMENT

EXISTING SIREN TO REMAIN

PROTECT FROM DAMAGE AND

MAINTAIN OPERATION AT ALL TIMES

EXISTING GAS METER TO

REMAIN PROTECT FROM

DAMAGE

RELOCATE EXISTING FIRE

HYDRANT

REMOVE EXISTING TREES

REMOVE APPROX 3 SY

OF CONCRETE PAD

REMOVE APPROX 3 SY

OF CONCRETE PAD

REMOVE EXISTING

CLUSTER OF TREES
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!!! CAUTION !!!

EXISTING OVERHEAD UTILITIES IN VICINITY CONTRACTOR SHALL EXERCISE

EXTREME CAUTION WHEN WORKING NEAR ELECTRIC FACILITIES

!!! WARNING !!!

THE ENGINEER ASSUMES NO RESPONSIBILITY FOR THE ACCURACY OF THE

LOCATION OF UNDERGROUND UTILITIES. THE CONTRACTOR SHALL BE

RESPONSIBLE FOR LOCATION AND AVOIDING ALL EXISTING UTILITIES BY

CALLING THE "ONE CALL" LOCATOR SERVICE AT 1.800.344.8377 (DIG TESS) OR

1.800.245.4545 TEXAS ONE CALL AT LEAST 48 HOURS PRIOR TO CONSTRUCTION.

DEMOLITION

SITE PLAN

C-100R

1" = 20'

0

GRAPHIC SCALE IN FEET

20' 20' 40'
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10" CONCRETE SLAB-ON-GRADE
REINFORCED W/ #5 @ 12" O.C. EA. WAY. TOP
& BOT. OVER VAPOR RETARDER - SEE
STRUCTURAL NOTES FOR BUILDING PAD
PREPARATION.

5" CONCRETE SLAB-ON-GRADE
REINFORCED W/ #3 @ 16" O.C. EA.
WAY OVER VAPOR RETARDER -
SEE STRUCTURAL NOTES FOR
BUILDING PAD PREPARATION.

5" CONCRETE SLAB-ON-GRADE
REINFORCED W/ #3 @ 16" O.C. EA.
WAY OVER VAPOR RETARDER -
SEE STRUCTURAL NOTES FOR
BUILDING PAD PREPARATION.
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3/S3.02

5" CONCRETE SLAB-ON-GRADE
REINFORCED W/ #3 @ 16" O.C. EA.
WAY OVER VAPOR RETARDER -
SEE STRUCTURAL NOTES FOR
BUILDING PAD PREPARATION.

8
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EXISTING STRUCTURE
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E
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PROVIDE HORIZ. BOND BEAMS @
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SEE ARCH'L FOR SITE
WALL LOCATIONS -
TYP. U.N.O.

NOTE:
CONTRACTOR TO PROVIDE 
TEMPORARY RETENTION 
SYSTEM ALONG ADJACENT 
BUILDING EXCAVATION

5" CONCRETE SLAB-ON-GRADE
REINFORCED W/ #3 @ 16" O.C. EA.
WAY OVER VAPOR RETARDER -
SEE STRUCTURAL NOTES FOR
BUILDING PAD PREPARATION.
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PLAN NOTES:

1. FINISH FLOOR ELEVATION = 0'-0", UNLESS NOTED OTHERWISE.
ACTUAL ELEVATION 372'-8" = 0'-0".

2. TOP OF CONCRETE ELEVATION (T.O.C. EL.) = FINISH FLOOR.  UNLESS
RECESSED TO RECEIVE FLOORING MATERIALS.

3. REFER TO THE ARCHITECTURAL DRAWINGS FOR EXACT LOCATIONS OF
FLOOR RECESSES, DROPS AND SLOPES NOT DIMENSIONED ON PLAN.

4. TYPICAL CONCRETE SLAB THICKNESS IS 5" (OVERALL), UNLESS 
NOTED OTHERWISE.

SHEET INDEX:
STRUCTURAL NOTES -S1.01, S1.02
TYPICAL DETAILS -S3.01, S3.02
FOOTING SCHEDULE -S3.02
BASE PLATE SCHEDULE -S5.01 100 GLASS STREET
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SCALE: 1/8" = 1'-0"
1 FOUNDATION PLAN

JQ HAS ATTEMPTED BY STUDY OF ORIGINAL CONSTRUCTION 

DOCUMENTS TO DETERMINE EXISTING DIMENSIONS, THE CONDITION OF 

VARIOUS STRUCTURAL ELEMENTS, AND EXISTING CONDITIONS.

HOWEVER, AS SOME CONDITIONS CANNOT BE DETERMINED UNTIL AFTER 

DEMOLITION OF THE EXISTING BUILDING FINISHES, THE CONTRACTOR 

MUST CONSIDER AND ALLOW FOR THE FACT THAT DIMENSIONS, THE 

CONDITION OF STRUCTURAL ELEMENTS, AND DETAIL CONDITIONS MAY 

BE DIFFERENT FROM THOSE SHOWN ON THESE DRAWINGS.

NOTIFY ENGINEER WHERE CONDITIONS ARE DIFFERENT FROM THOSE 

SHOWN ON THESE DRAWINGS.    
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